
2026-2027 GRA Intervenor Requests PHP 4-01 
   

   
Page 1 of 1 

 

Request: 1 

4-1 Please provide a COSS study with PHP as an above-the-line customer with the 2 
following billing determinants: 3 

  4 

1. PHP’s firm load will be modelled at 8MW at the 3 coincident peaks. 5 

2. PHP’s interruptible load will be modelled at actual PHP metered load at the 6 
time of NS Power’s 3CP (65MW for this model). 7 

3. Energy at 810GWh based on PHP’s forecast usage consistent with its current 8 
below-the-line usage in NS Power’s COSS model. 9 

4. The proposed billing determinants for the COSS model should be applicable 10 
to the BCF model as well. 11 

 12 

Response: 13 

 14 

Please refer to Attachment 1 for 2027 COSS. 15 

Also, please refer to DR IG 5-12 (DR-26) concerned with the impact of PHP moving 16 

above-the-line in 2027 on the proposed rate increases. 17 


